
X

Ante Room

5A163

Toilet/ Shower

5A165A

Corridor

5A100F

1 Bedroom

5A162

Toilet/ Shower

5A162A

Toilet/ Shower

5A161A

2 Bedroom

5A161

Stair #9

5A160

2 Bedroom

5A159

Toilet/ Shower

5A159A

Toilet/ Shower

5A158A

Meds Room

5A113C

Closet

5A111

Control Station

5A113

Toilet

5A166

Nourish Room

5A164

Work

5A113D

1 Bedroom

5A110

Toilet/ Shower

5A110A

Alcove

5A112

Corridor

5A100E

Toilet/ Shower

5A115A

Elect. Room

5A114

2 Bedroom

5A115

Storage Room

5A116

Toilet/ Shower

5A117A

2 Bedroom

5A117

Corridor

5A100D

Stair #8

5A118

1 Bedroom

5A119

Toilet/ Shower

5A119A

Corridor

5A100G

2 Bedroom

5A122

Toilet/ Shower

5A122A

Toilet/ Shower

5A124A

1 Bedroom

5A124

1 Bedroom

5A128

Toilet/ Shower

5A128A

Toilet/ Shower

5A130A

1 Bedroom

5A130

1 Bedroom

5A134

Toilet/ Shower

5A134A

Toilet/ Shower

5A136A

Isolation

5A136

Ante Room

5A137

Work Area

5A139

Patient/ Visitor Lounge

5A138

Corridor

5A100H

2 Bedroom

5A158

1 Bedroom

5A156

Toilet/ Shower

5A156A

Toilet/ Shower

5A154A

1 Bedroom

5A154

1 Bedroom Isolation

5A151

Alcove

5A153

Toilet/ Shower

5A151A

Ante Room

5A150

Toilet/ Shower

5A147A

1 Bedroom

5A147

Data Closet

5A149

Alcove

5A145

1 Bedroom

5A143

Toilet/ Shower

5A143A

Toilet/ Shower

5A141A

Isolation

5A141

Ante Room

5A140

Clean Linen

5A155
Storage

5A157

?

?

Head Nurse

5A121

Equipment

5A123

Elect. Room

5A125

Elect. Room

5A152

Alcove

5A126

Soiled Utility

5A127

Clean Utility

5A129

EMS

5A148

Chute

5A146

EMS

5A131

Chute

5A132

Toilet

5A133

Patient Exp. Office

5A144

Office

5A135

Office, MD

5A142

X - 1 1/4"ø CW
X - 3/4"ø HW

X - 1/2"ø HWR

X - 1 1/4"ø CW

X - 3/4"ø CW
X - 1/2"ø HWR
X - 3/4"ø HW

P418

P103

P418

P418

P711

P711

P418

P103

P418

X - 1 1/2"ø CW
X - 1 1/4"ø HW

X - 3/4"ø HW
X - 1 1/4"ø CW

P711

P418

P103

P418

P418

X - 3/4"ø HW
X - 1 1/4"ø CW
X - 1/2"ø HWR

X - 1 1/4"ø CW
X - 1/2"ø HWR

X - 3/4"ø HW

P103

P418

P711
X - 3/4"ø CW

P103

P418

P711

P420

P418

P103

P420

P103

P418

P711 P711

P418

X - 1/2"ø HWR
X - 1 1/4"ø CW

X - 3/4"ø HW

X - 3/4"ø HW
X - 1/2"ø HWR
X - 1 1/4"ø CW

P420

P501

X - 3/4"ø HW
X - 1 1/4"ø CW

X - 3/4"ø HW
X - 1/2"ø HWR

X - 1 1/4"ø CW X - 1/2"ø HWR

P418

X - 1"ø CW
X - 1/2"ø HW
X - 1/2"ø HWR

P501

P414

P418

P103

P418

P711

P711

P418

P418
P103

X - 1 1/4"ø CW
X - 1/2"ø HW

X - 1 1/4"ø CW

P528

TO ICE MAKERP103

P415

P103

P418

P418

P711

P711

P418

P103

P418

X - 3/4"ø HW
X - 1/2"ø HWR

X - 1 1/4"ø CW

X - 1/2"ø HWR
X - 1 1/4"ø CW

X - 3/4"ø HW

P103

P418

P418

P711

P711

P418

P103

P418

X - 1/2"ø CW

X - 3/4"ø HW
X - 1 1/4"ø CW
X - 1/2"ø HWR

X - 3/4"ø HW
X - 1 1/4"ø CW
X - 1/2"ø HWR

X - 1/2"ø CW

P418

P103

P418

P711

X - 1 1/4"ø CW
X - 3/4"ø HW

X - 1/2"ø HWR

X - 1 1/2"ø CW
X - 3/4"ø HW
X - 3/4"ø HWR

P418

P711

P711

P418

P418

X - 3/4"ø HWR
X - 1"ø HW
X - 1 1/2"ø CW

X - 2"ø CW
X - 1 1/2"ø HW
X - 3/4"ø HWR

P103
P711
P418

P103

P711

P418

P418

X - 1 1/4"ø CW
X - 3/4"ø HW

X - 1/2"ø HWR

X - 1 1/4"ø CW
X - 3/4"ø HW

X - 1/2"ø HWR

X - 1 1/2"ø CW

X - 1"ø HW

X - 1/2"ø HWR

X - 3/4"ø HW
X - 1/2"ø HWR

X - 1 1/4"ø CW

X - 1/2"ø HWR
X - 3/4"ø HW

X - 1 1/2"ø CW

P418

P418

P711

P418

P103

X - 1/2"ø HWR

X - 3/4"ø HW
X - 3/4"ø CW

P418

P711

X - 1 1/2"ø CW
X - 3/4"ø HW

X - 1/2"ø HWR

P418
P103P418

P103

P418

X - 1 1/2"ø CW
X - 3/4"ø HW
X - 1/2"ø HWR

P418

P103

P711

P418

P418

P103

X - 1/2"ø
X - 3/4"ø

2

2

1

1
1

1

X - 3/4"ø HWR

X - 3/4"ø HWR
X - 1 1/4"ø HW
X - 1 1/2"ø CW

3/4"ø HWR

3/4"ø HWR

3/4"ø HWR

1

1

K29 K30 K30a K34 K35 K36 K37 K40 K42

J29 J30 J30a J34 J35 J36 J37 J40 J42

H28a H30 H30a H34 H35 H36 H37 H42H41

F28a

H28a

F30 F30a

D30aD30

L29 L30 L3
3

L3
4

L3
5

L36 L37 L39 L4
2

Q30 Q33 Q34

N30 N33 N34

FIRST SHIFT WORK NOTE

ALL WORK SHOWN ON THIS FLOOR PLAN SHALL BE COMPLETED DURING FIRST SHIFT (7AM-4PM). IN THE CASE OF A
SCHEDULING CONFLICT, THE CONTRACTOR SHALL NOTIFY THE COR OF THE AREA WHERE WORK IS BEING STOPPED
AND IDENTIFY THE FLOAT AREA THEY PLAN TO WORK IN FOR THE DAY.
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VAMC - WADE PARK

Revisions: Date

FULLY SPRINKLERED

BID ISSUE 4/29/2016 4/29/2016

541-16-101

MAIN CAMPUS

IMPROVE WATER

SYSTEM TO PREVENT

LEGIONELLA

DAD

PARTIAL FIFTH FLOOR PLUMBING

PLAN - MAIN BUILDING EAST

5-MBE
JMC

0' 4' 8' 16' 32'0' 4' 8' 16' 32'0' 4' 8' 16' 32'0' 4' 8' 16' 32'0' 4' 8' 16' 32'

 1/8" = 1'-0"

PARTIAL FIFTH FLOOR PLUMBING PLAN - MAIN
BUILDING EAST

1N

1 PROVIDE NEW 3/4" DOMESTIC HOT WATER RETURN LINE WITH HOT WATER RECIRCULATION VALVE ASSEMBLY.

REMOVE EXISTING AERATOR IF INSTALLED AND INSTALL LAMINAR FLOW CONTROL DEVICE ON EXISTING FAUCET.

CODED NOTES

2

 1" = 100'-0"

KEY PLAN - MAIN BUILDING 6 EAST



FEC

1 Bedroom

5B136

Toilet/ Shower

5B136A

Toilet/ Shower

5B134A

1 Bedroom

5B134

Work Area

5B138

1 Bedroom

5B137

Corridor

5B100B

Conference Room

5B139

Corridor

5B100C

Social Worker

5B142

Office

5B135

Office

5B133

Geriatric Fellow

5B144

Chute

5B145

Chute

5B131

EMS

5B130

EMS

5B146

Clean Utility

5B127

Clean Utility

5B148

Soiled Utility

5B129

Soiled Utility

5B150

Elect.

5B152

Elect.

5B125

Office

5B154

Comm. Room

5B156
Shaft

5B157

Office

5B122

1 Bedroom

5B132

Toilet/ Shower

5B132A

Toilet/ Shower

5B128A

1 Bedroom

5B128

1 Bedroom

5B126

Toilet/ Shower

5B126A

Toilet/ Shower

5B123A

2 Bedroom

5B123

Storage

5B140

Toilet/ Shower

5B140A

Toilet/ Shower

5B141A

1 Bedroom

5B141

1 Bedroom

5B143

Toilet/ Shower

5B143A

Toilet/ Shower

5B147A

1 Bedroom

5B147

1 Bedroom

5B149
Toilet/ Shower

5B149A

Linen

5B151

Toilet/ Shower

5B153A

1 Bedroom

5B153

2 Bedroom

5B155

Toilet/ Shower

5B155A

Toilet/ Shower

5B158A

Corridor

5B100F

2 Bedroom

5B158

Stair #4

5B159

2 Bedroom

5B160

Toilet/ Shower

5B160A

Toilet/ Shower

5B161A

1 Bedroom

5B161

Storage

5B162

Corridor

5B100E

Corridor

5B100D

Toilet/ Shower

5B121A

1 Bedroom

5B121

Stair #3

5B119

1 Bedroom

5B118
Toilet/ Shower

5B118A

Toilet/ Shower

5B117A

1 Bedroom

5B117

Toilet/ Shower

5B114A

Elect.

5B115

Control Station

5B113

Crash

5B113A

Closet

5B111

Meds Room

5B113B

Nourish

5B163

1 Bedroom

5B114
1 Bedroom

5B110

Toilet/ Shower

5B110A

Toilet/ Shower

5B109A

P418

X - 1 1/4"ø CW
X - 1"ø HW

X - 1/2"ø HWR

X - 3/4"ø CW

X - 3/4"ø HWR

X - 1 1/2"ø CW
X - 1"ø HW

X - 1/2"ø HWR
X - 1"ø HW

X - 1 1/4"ø CW

X - 3/4"ø CW
X - 3/4"ø HW

P711

P113

P418

P711

P418
P113

P418

X - 1/2"ø HWR
X - 3/4"ø HW
X - 1 1/4"ø CW

P418
P113

P418

P711 X - 3/4"ø CW
X - 3/4"ø HW

X - 1 1/2"ø CW
X - 1"ø HW

X - 3/4"ø HWR

X - 3/4"ø HW
X - 3/4"ø CW

X - 1/2"ø HWR
X - 1"ø HW
X - 1 1/4"ø CW

P418
P418

P113

P418

P711

P711

P113

P418

P418
P113

P711

P418

P113

P418

P418

P113

P418

P711

P711

P418
P113

P418

X - 1 1/4"ø CW
X - 1"ø HW
X - 1/2"ø HWR

X - 1 1/4"ø CW
X - 1"ø HW

X - 1/2"ø HWR

X - 3/4"ø CW

X - 1/2"ø HWR
X - 3/4"ø HW
X - 1 1/4"ø CW

X - 1 1/4"ø CW
X - 3/4"ø HW

X - 1/2"ø HWRX - 1 1/4"ø CW
X - 3/4"ø HW

X - 1/2"ø HWR

X - 1 1/4"ø CW

X - 1"ø HW
X - 1/2"ø HWR

X - 3/4"ø HW
X - 1 1/4"ø CW

X - 3/4"ø CW

X - 3/4"ø HWR
X - 1 1/2"ø CW
X - 1 1/4"ø HW

X - 1 1/4"ø CW
X - 1"ø HW X - 1 1/4"ø HW

X - 1 1/2"ø CW

X - 3/4"ø HW
X - 1 1/4"ø CW

P113

P418

P113

P418

P711

P711

X - 3/4"ø CW

P418

P418

P113

P113

P418

P711

P711 P418

P418

P418

X - 1 1/4"ø CW
X - 1"ø HW

X - 1/2"ø HWRX - 1/2"ø HWR

X - 1"ø HW

X - 1 1/4"ø CW

P113 P113
P418
P711

P418

P711

X - 1 1/4"ø CW

X - 3/4"ø HW

X - 3/4"ø HW
X - 1/2"ø HWR

X - 1/2"ø HWR

X - 1 1/4"ø CW

P418
P418

X - 1 1/4"ø CW
X - 3/4"ø HW

P501

P501

P414

P505

P609

P711

P418

P103

X - 1"ø HW
X - 3/4"ø HWR

X - 1 1/2"ø CW

X - 1 1/4"ø CW
X - 1"ø HW

X - 1/2"ø HWR

X - 3/4"ø HW
X - 3/4"ø CW

P418

P418

P113

P711
P418
P113

X - 1 1/2"ø CW
X - 3/4"ø HW

X - 3/4"ø HWR

P113 P418

P711

P418

P418

X - 1"ø CW

X - 1 1/4"ø CW

X - 1/2"ø HWR
X - 3/4"ø HW

X - 1 1/2"ø CW
X - 1"ø HW

X - 3/4"ø HWR

P418

P418
P711

P113

P711

P418
P113

P418

X - 1 1/4"ø CW
X - 1"ø HW

X - 1/2"ø HW
X - 1 1/4"ø CW

P528

ICE MAKER

COFFE
MAKER

P414

P103

2

1

3/4"ø HWR

3/4"ø HWR

1

(TYPICAL)
(TYPICAL)
(TYPICAL)

P418

Q8 Q12Q9

N8 N12N9

L2L1 L13L7L6L5
L12L9L8

K3K1 K13K7K6K5 K12K9K8

J1

H2H1 H14H7H6H4 H12H8

J13J12J11aJ8J7J6J5J3

H11a

F12

D12

F11a

D11a

F14

D14

FIRST SHIFT WORK NOTE

ALL WORK SHOWN ON THIS FLOOR PLAN SHALL BE COMPLETED DURING FIRST SHIFT (7AM-4PM). IN THE CASE OF A
SCHEDULING CONFLICT, THE CONTRACTOR SHALL NOTIFY THE COR OF THE AREA WHERE WORK IS BEING STOPPED
AND IDENTIFY THE FLOAT AREA THEY PLAN TO WORK IN FOR THE DAY.
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541-16-101

MAIN CAMPUS

IMPROVE WATER

SYSTEM TO PREVENT

LEGIONELLA

DAD

PARTIAL FIFTH FLOOR PLUMBING

PLAN - MAIN BUILDING WEST

5-MBW
JMC

0' 4' 8' 16' 32'0' 4' 8' 16' 32'0' 4' 8' 16' 32'0' 4' 8' 16' 32'0' 4' 8' 16' 32'

 1/8" = 1'-0"

PARTIAL FIFTH FLOOR PLUMBING PLAN - MAIN
BUILDING WEST

1N

 1" = 100'-0"

KEY PLAN - MAIN BUILDING 5 WEST

1 PROVIDE NEW 3/4" DOMESTIC HOT WATER RETURN LINE WITH HOT WATER RECIRCULATION VALVE ASSEMBLY.

REMOVE EXISTING AERATOR IF INSTALLED AND INSTALL LAMINAR FLOW CONTROL DEVICE ON EXISTING FAUCET.

CODED NOTES
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X

X-1/2"CW DOWN TO TP

TP

STORAGE

TPV

TPV

X-1/2" CW, X-1/2" HW
UP THRU FLOOR
(3) X-1/2"CW DOWN FROM
PENTHOUSE FOR TRAP PRIMERS

TPV

TP

TP

TPV

X-1/2"CW DN

TPV

X-1/2"CW DN TO
5TH FLOOR
TRAP PRIMERS

1/2"CW UP TO PH

X-2"CW UP/DN

X-3"CW,
X-2-1/2"HW,

X-1-1/2"HWR
UP/DN

TO WATER MACHINE

TP

X - 1 1/2"ø HWR
X - 2 1/2"ø HW

X - 3"ø CW

X - 1 1/2"ø CW
X - 3/4"ø HW

X - 1/2"ø HWR

X - 1 1/2"ø CW
X - 3/4"ø HW

X - 1/2"ø HWR

X - 3/4"ø CW
X - 3/4"ø HW

X - 1/2"ø HWR

X - 3/4"ø CW
X - 3/4"ø HW
X - 1/2"ø HWR

X - 3"ø CW

X - 2 1/2"ø HW
X - 1 1/2"ø HWR

X - 3"ø CW

X - 2 1/2"ø HW
X - 1 1/2"ø HWR X - 1 1/2"ø CW

X - 3/4"ø HW

X - 3/4"ø CW
X - 3/4"ø HW
X - 1/2"ø HWR

X - 1/2"ø HW
X - 1 1/2"ø CW

X - 3"ø CW
X - 2 1/2"ø HW

X - 1 1/2"ø CW
X - 3/4"ø HW

X - 1/2"ø HWR

X - 1 1/2"ø CW
X - 3/4"ø HW
X - 1/2"ø HWR

X - 1/2"ø HW
X - 1 1/2"ø CW

One-Bed Room

6F171

One-Bed Room

6F172

One-Bed Room

6F173

One-Bed Room

6F174

One-Bed Room

6F175

One-Bed Room

6F176

One-Bed Room

6F177

Room

6F178

Two-Bed Room

6F179

Two-Bed Room

6F180

Toilet

6F180A

Soiled Linen

6F190

Trash Collect

6F191

Resident Clothing And Luggage Storage

6F192

Employee Lockers Lounge

6F102

Office Physician

6F103

Office Physician

6F104

Office Physician

6F105

Office Physician

6F106

Office Staff

6F107

Office Staff

6F108

Office Staff

6F109

Office Staff

6F110

Staff Toilet

6F201A

Toilet

6F112

Food Prep Non-Food Storage

6F113

Nourishment

6F114B

Admit. Interview Consultation

6F200

Soiled Utility

6F201

Equipment Storage

6F203

Expendable Supplies

6F206

Tub Room

6F207

Resident Laundry

6F208

Clean Linen

6F209

Treatment Exam

6F210

EMS

6F211

Telecom/ IRM

6FLVC1

Elec. Closet

6FLVC2

Elec. Closet

6FELC1

Toilet

6F171A

Toilet

6F172A

Toilet

6F173A

Toilet

6F174A

Toilet

6F175A

Toilet

6F176A

Toilet

6F177A

Toilet

6F1778A

Toilet

6F1779A

Corridor

6FC01

Corridor

6FC02

Sat. Nurse Charting

6FC01A

Service Elevator Lobby

6FC01B

Stair S1

6FS1

Corridor

6FC03

Corridor

6FC08

Corridor

6FC02B
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DEAD LEG DEMOLITION CODED NOTE

1 CUT AND CAP EXISTING DEAD LEG PIPING AT LIMIT OF DEMOLITION SYMBOL. CONTRACTOR SHALL CAP PIPING,
WITHIN TWO PIPE DIAMETERS, OFF OF THE MAIN IT IS CONNECTED TO. CONTRACTOR SHALL DRAIN, CAP AND
LABEL REMAINING DEAD LEG PIPING AND ABANDON IN CEILING. BRIGHT YELLOW LABELS SHALL BE PLACED AT
BOTH ENDS OF EACH ABANDONED PIPE. LABEL SHALL READ "ABANDONED PIPING". CONTRACTOR SHALL
REMOVE AND REPLACE CEILINGS AS NECESSARY TO ACCOMPLISH WORK. CONTRACTOR SHALL VERIFY DEAD
LEG IS NOT ACTIVE PRIOR TO REMOVING SECTION OF PIPE.

FIRST SHIFT WORK NOTE

ALL WORK SHOWN ON THIS FLOOR PLAN SHALL BE COMPLETED DURING FIRST SHIFT (7AM-4PM). IN THE CASE OF A
SCHEDULING CONFLICT, THE CONTRACTOR SHALL NOTIFY THE COR OF THE AREA WHERE WORK IS BEING STOPPED
AND IDENTIFY THE FLOAT AREA THEY PLAN TO WORK IN FOR THE DAY.
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DEAD LEG DEMOLITION CODED NOTE

1 CUT AND CAP EXISTING DEAD LEG PIPING AT LIMIT OF DEMOLITION SYMBOL. CONTRACTOR SHALL CAP PIPING,
WITHIN TWO PIPE DIAMETERS, OFF OF THE MAIN IT IS CONNECTED TO. CONTRACTOR SHALL DRAIN, CAP AND
LABEL REMAINING DEAD LEG PIPING AND ABANDON IN CEILING. BRIGHT YELLOW LABELS SHALL BE PLACED AT
BOTH ENDS OF EACH ABANDONED PIPE. LABEL SHALL READ "ABANDONED PIPING". CONTRACTOR SHALL
REMOVE AND REPLACE CEILINGS AS NECESSARY TO ACCOMPLISH WORK. CONTRACTOR SHALL VERIFY DEAD
LEG IS NOT ACTIVE PRIOR TO REMOVING SECTION OF PIPE.

FIRST SHIFT WORK NOTE

ALL WORK SHOWN ON THIS FLOOR PLAN SHALL BE COMPLETED DURING FIRST SHIFT (7AM-4PM). IN THE CASE OF A
SCHEDULING CONFLICT, THE CONTRACTOR SHALL NOTIFY THE COR OF THE AREA WHERE WORK IS BEING STOPPED
AND IDENTIFY THE FLOAT AREA THEY PLAN TO WORK IN FOR THE DAY.
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DEAD LEG DEMOLITION CODED NOTE

1 CUT AND CAP EXISTING DEAD LEG PIPING AT LIMIT OF DEMOLITION SYMBOL. CONTRACTOR SHALL CAP PIPING,
WITHIN TWO PIPE DIAMETERS, OFF OF THE MAIN IT IS CONNECTED TO. CONTRACTOR SHALL DRAIN, CAP AND
LABEL REMAINING DEAD LEG PIPING AND ABANDON IN CEILING. BRIGHT YELLOW LABELS SHALL BE PLACED AT
BOTH ENDS OF EACH ABANDONED PIPE. LABEL SHALL READ "ABANDONED PIPING". CONTRACTOR SHALL
REMOVE AND REPLACE CEILINGS AS NECESSARY TO ACCOMPLISH WORK. CONTRACTOR SHALL VERIFY DEAD
LEG IS NOT ACTIVE PRIOR TO REMOVING SECTION OF PIPE.

SECOND SHIFT WORK NOTE

ALL WORK SHOWN ON THIS FLOOR PLAN SHALL BE COMPLETED AFTER THE DEPARTMENT HAS COMPLETED WORK
FOR THE DAY. THE STARTING TIME WILL VARY BY DEPARTMENT AND MUST BE COORDINATED WITH THE COR. IN THE
CASE OF A SCHEDULING CONFLICT, THE CONTRACTOR SHALL NOTIFY THE COR OF THE AREA WHERE WORK IS BEING
STOPPED AND IDENTIFY THE FLOAT AREA THEY PLAN TO WORK IN FOR THE NIGHT.
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DEAD LEG DEMOLITION CODED NOTE

1 CUT AND CAP EXISTING DEAD LEG PIPING AT LIMIT OF DEMOLITION SYMBOL. CONTRACTOR SHALL CAP PIPING,
WITHIN TWO PIPE DIAMETERS, OFF OF THE MAIN IT IS CONNECTED TO. CONTRACTOR SHALL DRAIN, CAP AND
LABEL REMAINING DEAD LEG PIPING AND ABANDON IN CEILING. BRIGHT YELLOW LABELS SHALL BE PLACED AT
BOTH ENDS OF EACH ABANDONED PIPE. LABEL SHALL READ "ABANDONED PIPING". CONTRACTOR SHALL
REMOVE AND REPLACE CEILINGS AS NECESSARY TO ACCOMPLISH WORK. CONTRACTOR SHALL VERIFY DEAD
LEG IS NOT ACTIVE PRIOR TO REMOVING SECTION OF PIPE.

FIRST SHIFT WORK NOTE

ALL WORK SHOWN ON THIS FLOOR PLAN SHALL BE COMPLETED DURING FIRST SHIFT (7AM-4PM). IN THE CASE OF A
SCHEDULING CONFLICT, THE CONTRACTOR SHALL NOTIFY THE COR OF THE AREA WHERE WORK IS BEING STOPPED
AND IDENTIFY THE FLOAT AREA THEY PLAN TO WORK IN FOR THE DAY.
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DEDUCT ALTERNATE #1 NOTES

BASE BID: INSTALL ALL NEW SENSORS AS SHOWN ON THIS SHEET.

DEDUCT ALTERNATE #1:  OMIT ALL       SENSORS DENOTED BY "DA1" ON THIS SHEET.T

FIRST SHIFT WORK NOTE

ALL WORK SHOWN ON THIS FLOOR PLAN SHALL BE COMPLETED DURING FIRST SHIFT (7AM-4PM). IN THE CASE OF A
SCHEDULING CONFLICT, THE CONTRACTOR SHALL NOTIFY THE COR OF THE AREA WHERE WORK IS BEING STOPPED
AND IDENTIFY THE FLOAT AREA THEY PLAN TO WORK IN FOR THE DAY.

S

E-65042

R
ES

O
F

I
R
GE

NOI
S

P

E

N
E

DERT

L EA

E
I N

G

R

TS

TEA HF OO
IO

DAVID A.
DEMAGALLFREDRICK, FREDRICK & HELLER

ENGINEERS, INC.

672 EAST ROYALTON ROAD

BROADVIEW HTS., OHIO 44147
TEL. (440) 546-9696
FAX: (440) 546-9699

CONSULTANTS: ARCHITECT:
Drawing Title

Approved: Location

Project Title

Date Checked Drawn

Drawing Number

Building Number

Project Number

Office of

Facilities

Management

o
n
e
 
e
ig
h
th
 
in
c
h
 
=
 
o
n
e
 
fo
o
t

o
n
e
 
q
u
a
rt
e
r 
in
c
h
 
=
 
o
n
e
 
fo
o
t

th
re
e
 
e
ig
h
th
s
 
in
c
h
 
=
 
o
n
e
 
fo
o
t

o
n
e
 
h
a
lf
 
in
c
h
 
=
 
o
n
e
 
fo
o
t

th
re
e
 
q
u
a
rt
e
rs
 
in
c
h
 
=
 
o
n
e
 
fo
o
t

o
n
e
 
in
c
h
 
=
 
o
n
e
 
fo
o
t

o
n
e
 
a
n
d
 
o
n
e
 
h
a
lf
 
in
c
h
e
s
 
=
 
o
n
e
 
fo
o
t

th
re
e
 
in
c
h
e
s
 
=
 
o
n
e
 
fo
o
t

VA FORM 08-6231, OCT 1978

1 2 3 4 5 6 7 8 9 10

A

1 2 3 4 5 6 7 8 9 10

B

C

D

E

F

A

B

C

D

E

F

0
4

8
16

0
4

8
0

4
0

4
6
"

0
2

6
"

0
2

6
"

0
1

6
"

VAMC - WADE PARK

Revisions: Date

FULLY SPRINKLERED

BID ISSUE 4/29/2016 4/29/2016

541-16-101

MAIN CAMPUS

IMPROVE WATER

SYSTEM TO PREVENT

LEGIONELLA

DAD

PARTIAL SIXTH FLOOR PLUMBING

PLAN - CARES TOWER NORTH

6-CTN
JMC

0' 4' 8' 16' 32'0' 4' 8' 16' 32'0' 4' 8' 16' 32'0' 4' 8' 16' 32'0' 4' 8' 16' 32'

 1/8" = 1'-0"

PARTIAL SIXTH FLOOR PLUMBING PLAN -  CARES
TOWER NORTH

1N
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X

X - 3"ø CW
X - 2 1/2"ø HW

X - 3"ø CW
X - 2 1/2"ø HW

X - 1 1/2"ø HWR

X - 2"ø CW
X - 1 1/4"ø HW
X - 3/4"ø HWR

X - 1/2"ø HWR
X - 3/4"ø HW
X - 1 1/2"ø CWX - 2"ø CW

X - 1 1/4"ø HW
X - 3/4"ø HWR

X - 2"ø CW
X - 1 1/4"ø HW
X - 3/4"ø HWR

X - 3/4"ø CW
X - 3/4"ø HW

X - 2"ø CW
X - 1 1/4"ø HW

X - 1/2"ø HWR
X - 3/4"ø HW
X - 1 1/2"ø CW

Patient Dining

6F114

Patient Dining

6F114

Family Waiting

6FC04B

Room

6F131

Two-Bed Room

6F132

Room

6F133

Two-Bed Room

6F134

One-Bed Room

6F135

One-Bed Room

6F136

Large One-Bed Room

6F137

One-Bed Room

6F138

One-Bed Room

6F139

One-Bed Room

6F140

Room

6F141

Room

6F142
Two-Bed Room

6F150

Room

6F151

Two-Bed Room

6F152

Large One-Bed Room

6F153

One-Bed Room

6F154

One-Bed Room

6F155

One-Bed Room

6F156 One-Bed Room

6F157

One-Bed Room

6F158

Room

6F115

Room

6F116

Med. Room

6F204

Conference Classroom

6F205

Room

6FELC2

Toilet

6F132A

Toilet

6F134A

Toilet

6F135A

Toilet

6F136A

Toilet

6F137A

Toilet

6F138A

Toilet

6F139A

Toilet

6F140A

Toilet

6F150A

Toilet

6F152A

Toilet

6F153A

Toilet

6F154A

Toilet

6F155A

Toilet

6F157A
Toilet

6F158A

Toilet

6F170A

Corridor

6FC05

Corridor

6FC06

Corridor

6FC07

Internet Station

6FC04C

Corridor

6FC04

Stair S2

6FS2

Stair S3

6FS3

Room

6FC02E

Vending

6FC02A

Rppf Egress

6FC02D

Med. Room Entry

6F204A

Crash Cart Alcove

6FC05A

Nurse Station Ward Clerk

6FC04A

X - 2"ø CW
X - 1 1/4"ø HW
X - 3/4"ø HWR

X - 1 1/2"ø CW

X - 3/4"ø HW
X - 1/2"ø HWR

X-P101

X-P702

X-P420

X-P702

X-P101

X-P420

X-P101

X-P702

X-P420

X-P702

X-P101 X-P420

X-P702

X-P101
X-P420

X-P702

X-P101

X-P420

X-P502

X-P702

X-P101

X-P420

X-P702

X-P101

X-P420

X-P702

X-P101

X-P420

X-P702

X-P101

X-P420 X-P420

X-P101

X-P702

X-P101

X-P702

X-P420 X-P101 X-P101

X-P530 X-P530
X-P528

X-P528

X-P702

X-P101

X-P420

X-P702

X-P101

X-P420

X - 1/2"ø HWR
X - 3/4"ø HW
X - 1 1/2"ø CW

X - 3/4"ø HWR
X - 1 1/4"ø HW
X - 2"ø CW

X - 1 1/2"ø CW

X - 3/4"ø HW
X - 1/2"ø HWR

X - 1 1/2"ø CW
X - 3/4"ø HW

X - 1/2"ø HWR

X - 1/2"ø HWR
X - 3/4"ø HW

X - 1 1/2"ø CW

X - 3/4"ø HWR

1

11

1

1

1

1

1

1

1

1

1

1

1

1

X - 1 1/2"ø HWR

S21P21

S25

S28P28

O31K31H31

G33 H33 M33

O34

O35

O38

K39

K36

G37 H37

H40

B26

B27

A29

C27 F27 H27 K27 O27

H23 K23 O23

A24 E24 F24

A22 C22 G22

C20

G20

FIRST SHIFT WORK NOTE

ALL WORK SHOWN ON THIS FLOOR PLAN SHALL BE COMPLETED DURING FIRST SHIFT (7AM-4PM). IN THE CASE OF A
SCHEDULING CONFLICT, THE CONTRACTOR SHALL NOTIFY THE COR OF THE AREA WHERE WORK IS BEING STOPPED
AND IDENTIFY THE FLOAT AREA THEY PLAN TO WORK IN FOR THE DAY.
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X

1 Bedroom Isolation

6B108

2 Bedroom

6B147

Bath

6B150A

2 Bedroom

6B150

Laundry

6B149

Office

6B107

Wheelchair Storage

6B106

Corridor

6B100H

Elect.

6B105
Office

6B104

Soiled Utility

6B103

Corridor

6B100J

Corridor

6B100K

Bath

6B102A 2 Bedroom

6B102

2 Bedroom

6B100

Bath

6B100A

Office

6C106

Male Toilet

6C105

Female Toilet

6C104

Equipment Storage

6B101

Staff Work

6C107

Office

6C103Office

6C107A

Staff Work

6C108

Corridor

6C100A

Bath

6B151A

2 Bedroom

6B151

Stair #5

6C109

Staff Lockers

6C110

Female Toilet

6C111

Male Toilet

6C112

Conference Room

6C102

Telephone Data Room

6A100

SCI/Social Work Office

6A102

Staff Lounge

6A104

Dining

6A101

Recreational Therapy

6A107

Urology Office

6A103

Elect.

6A105

Corridor

6A100A

Office-SCI Officier

6A106

Learning & Resource Center

6A108

Service Lobby

6C100C

EMS

6C113

Elect.

6C101

Elect.

6C100

X - 1"ø HW
X - 1 1/2"ø CW

X - 2 1/2"ø CW
X - 1 1/2"ø HW
X - 1"ø HWR

X - 1"ø HWR
X - 2"ø HW
X - 3"ø CW

X - 1 1/2"ø CW
X - 3/4"ø HW
X - 1/2"ø HWR

P418

P418P201

P103

P103

X - 3/4"ø HW
X - 1 1/2"ø CW

X - 1/2" CW UP
X - 1/2" HW UP

X - 1 1/2"ø HW
X - 3"ø CW

X - 1"ø HWR

X - 1 1/2"ø HW
X - 2"ø CW

X - 3/4"ø HWR

X - 1"ø HWR

X - 3/4"ø HWR

X - 3/4"ø HW
X - 1 1/2"ø CW

X - 2"ø CW
X - 1 1/2"ø HW

X - 1 1/2"ø CW
X - 3/4"ø HW

P711

P404P420 P418
P107

P103 P103

P413

P604

P413

X - 3/4"ø HW
X - 3/4"ø CW

X - 3"ø CW
X - 1 1/2"ø HW

X - 1"ø HW

X - 1 1/2"ø CW

P414P508

X - 1/2"ø HWR

X - 1 1/2"ø CW
X - 3/4"ø HW

P418

P420

P107
P404

X - 1/2"ø HWR

P711

X - 3/4"ø CW
X - 3/4"ø HW

P420

P420

P418P404
P107

P707

X - 2"ø CW
X - 1 1/2"ø HW

X - 1 1/2"ø CW

X - 1"ø HWP711

P404

P107

P418

P420

X - 1"ø HW
X - 1 1/4"ø CW

P808

X - 1 1/2"ø CW
X - 3/4"ø HW

X - 1/2"ø HWR

X - 1/2"ø HW

X - 1/2"ø CW

X - 3/4"ø HW
X - 3/4"ø CW

P420

P418

X - 3/4"ø HWR

X - 1 1/2"ø CW

X - 1"ø HW

X - 1 1/2"ø

X - 3/4"ø

X - 1 1/2"ø
X - 3/4"ø

X - 1"ø

X - 1/2"ø
X - 1/2"ø

X - 1"ø

X - 1 1/2"ø

X - 3/4"ø
X - 1 1/2"ø

X - 1"ø HWR

1

1

X - 1/2"ø HWR

P418

X - 1"ø HWR
3/4"ø HWR

3/4"ø HWR

3/4"ø HWR

1

X - 3/4"ø HW
X - 1 1/2"ø CW

K21 K24 K25 K26 K27

J21 J24 J25 J26 J27

H23 H28aH24 H24b H26aH25a

L25 L26 L27L24

M24M23

V119V118 V122

V18

T18

Q18

N118

T20

R20

T23A

R23A

Q20

P20 P23

L17
L18 L20 L23

L16L15

K17 K18 K20K16K15

H17a H18b H20H16aH14

J20J18J17J16J15

H15a

M20

V122 V124

V24

T23A T24

R224

R23A

Q23 Q24

P23A

17B
F1

24C
F1

T

T

DA1

DEDUCT ALTERNATE #1 NOTES

BASE BID: INSTALL ALL NEW SENSORS AS SHOWN ON THIS SHEET.

DEDUCT ALTERNATE #1:  OMIT ALL       SENSORS DENOTED BY "DA1" ON THIS SHEET.T

FIRST SHIFT WORK NOTE

ALL WORK SHOWN ON THIS FLOOR PLAN SHALL BE COMPLETED DURING FIRST SHIFT (7AM-4PM). IN THE CASE OF A
SCHEDULING CONFLICT, THE CONTRACTOR SHALL NOTIFY THE COR OF THE AREA WHERE WORK IS BEING STOPPED
AND IDENTIFY THE FLOAT AREA THEY PLAN TO WORK IN FOR THE DAY.
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CODED NOTES



X

Bath

6A107A

6A109

SCI Office & Vocational Rehab

6A110

Corridor

6A100B

Storage

6A107B

SCI Urology/Research/Pharmacist

6A151

Stair #9

6A150

Office

6A149

Office

6A148

Occupational Therapy

6A118

Elect.

6A118C

Corridor

6A100E

Kitchen

6A113A

Elect.

6A111

Elect.

6A112

Closet

6A113D

Living/Dining

6A113

Bath

6A113B

Bedroom

6A113C

Corridor

6A100C

Stair #8

6A114

Office

6A115

Office

6A116

Office

6A117

Clean Utility

6A118A
Tlt

6A118B

Office

6A143

Office

6A144

Office

6A145

Office

6A146

Corridor

6A100D

Office

6A119

Office

6A120

Office

6A121
Office

6A122

Office

6A123

Outpaitent Clinic Reception/ Wait

6A127

HAC

6A124

HAC

6A142

Linen Chute

6A125

Linen Chute

6A141

Elect.

6A126

HAC

6A139

Office

6A131

Office

6A133

Secretary

6A147

Elect.

6A140

Office

6A147A

Clean Utility

6A138

Soiled Utility

6A137

Telehealth

6A136

Telehealth

6A136A

Cystostopic Room

6A135

Closet

6A135A

Scrub

6A134

Exam Room

6A132

Exam Room

6A130

Exam Room

6A129

Toilet

6A128

Reception/Work

6A127A

Corridor

6A100F

P604

X - 3/4"ø HW
X - 3/4"ø CW

X - 1 1/2"ø CW
X - 3/4"ø HW

X - 3/4"ø CW
X - 3/4"ø HW

P420

P103

P418

P418

P418

X - 1/2"ø HWR

X - 1/2"ø HWR

P528
X - 3/4"ø CW
X - 3/4"ø HW

X - 1/2"ø CW
X - 1/2"ø HW

X - 1/2"ø

P528

P418

P505

P502

X - 1"ø CW
X - 1/2"ø HW

P502

X - 3/4"ø HW
X - 1 1/2"ø CW

X - 3/4"ø CW
X - 3/4"ø HW

P501

P501

X - 1 1/2"ø CW
X - 1 1/4"ø HW

X - 2"ø CW
X - 1"ø HW

X - 1"ø HWR

X - 3/4"ø HW
X - 1 1/4"ø CW

P528

P418

P604
X - 3/4"ø HW

X - 1 1/4"ø CW

P418

P418

P418

X - 1/2"ø CW
X - 1/2"ø HWX - 1/2"ø HWR

X - 3/4"ø HW

X - 2"ø CW

X - 1"ø HW

X - 1"ø HWR

X - 3/4"ø HWR

P418

X - 3/4"ø HWR

X - 1/2"ø HWR

X - 1"ø CW
X - 3/4"ø HW

P413 P106

P711

P808

P524

DISHWASHER

X - 1 1/2"ø HW
X - 2 1/2"ø CW
X - 1"ø HWR

X - 1"ø CW
X - 3/4"ø HW

X - 1/2"ø HWR

X - 1/2"ø HWR

X - 3/4"ø HW
X - 3/4"ø CW

X - 3/4"ø HW
X - 1 1/2"ø CW

X - 1 1/2"ø CW
P106 P711

P413

X - 3/4" CW,
X - 3/4" HW,
DN.

P408

X - 3/4"ø
X - 1 1/2"ø

X - 1/2"ø
X - 1/2"ø

2

2

2

2

2

1

1

1

X - 3/4"ø HW
X - 1"ø CW

X - 3/4"ø HWR

3/4"ø HWR

3/4"ø HWR

3/4"ø HWR

1

1

1

1

3/4"ø HWR

K29 K30 K30a K34 K35 K36 K37 K40 K42

J29 J30 J30a J34 J35 J36 J37 J40 J42

H28a H30 H30a H34 H35 H36 H37 H42H41

F28a

H28a

F30 F30a

D30aD30

L29 L30 L3
3

L3
4

L3
5

L36 L37 L39 L4
2

Q30 Q33 Q34

N30 N33 N34

SECOND SHIFT WORK NOTE

ALL WORK SHOWN ON THIS FLOOR PLAN SHALL BE COMPLETED AFTER THE DEPARTMENT HAS COMPLETED WORK
FOR THE DAY. THE STARTING TIME WILL VARY BY DEPARTMENT AND MUST BE COORDINATED WITH THE COR. IN THE
CASE OF A SCHEDULING CONFLICT, THE CONTRACTOR SHALL NOTIFY THE COR OF THE AREA WHERE WORK IS BEING
STOPPED AND IDENTIFY THE FLOAT AREA THEY PLAN TO WORK IN FOR THE NIGHT.
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1N

1 PROVIDE NEW 3/4" DOMESTIC HOT WATER RETURN LINE WITH HOT WATER RECIRCULATION VALVE ASSEMBLY.

REMOVE EXISTING AERATOR IF INSTALLED AND INSTALL LAMINAR FLOW CONTROL DEVICE ON EXISTING FAUCET.
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KEY PLAN - MAIN BUILDING 6 EAST


